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ALL WORK SHALL CONFORM TO ECUA'S STANDARD
SPECIFICATIONS LATEST EDITION

NOTES:

1.) METER VAULTS ARE TYPICALLY PLACED IN EASEMENT ON
PRIVATE PROPERTY ABUTTING ROW LINE (SEE ECUA

ENGINEERING FOR INFORMATION), METER SHALL NOT BE
FENCED IN.

2.) ALUMINUM OR GALVANIZED STEEL ANGLE FRAME HATCH
WITH ALUMINUM DOUBLE COVER, SIZE 36" X 72". NO
CENTER BAR, DOORS HINGED ON OPPOSITE SHORT SIDE
AND OPEN TO 90 DEGREES OR MORE. TYPE AHD FOR
INCIDENTAL H20 RATED TRAFFIC, OR TYPE APD FOR 300
POUND RATED PEDESTRIAN USE.
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BACKFLOW PREVENTION DEVICE
(REDUCED PRESSURE ZONE SHOWN,
DOUBLE CHECK ASSEMBLY MAY BE

APPROPRIATE DEPENDING ON

DEGREE OF HAZARD)

{0 MdJ. GATE VALVE
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Bg,lcgoﬁfgl_:s I 1 PVC SLEEVE THRU (3 STRAINER ( BY ECUA ) METER | METER BOX (INSIDE_DIMENSIONS)
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6" MIN. OF 3/4" GRAVEL IF ABOVE WATER TABLE, M.J. GATE VALVE & BOX "

4” MIN. CONCRETE IF BELOW WATER TABLE @ METERS LARGER THAN 10_ SHALL

HAVE METER BOX ENGINEERED FOR

. OWNER CONTROL GATE VALVE CORRECT SIZING.
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